
Work Order Bid (ID)
WORK TO BE PERFORMED IN ACCORDANCE WITH 2011 
TENNESSEE WEATHERIZATION FIELD GUIDE and ANY 
LOCAL CODES. QUESTIONS SHOULD BE DIRECTED TO 

EAST TENNESSEE RESOURCE AGENCY - 
WEATHERIZATION DEPT.

WO/60006EA8884/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

MOBILE HOME
APPROX. 960 SQ. FT.
FUEL ELECTRIC
Revised

Pre Blower Door 2208
Target  1800

COMMENT

Company Name & License Number:

Contractor's Signature:

60006EA8884AUDITAudit Name:

CLIENT INFORMATION

60006EA8884Client ID:

AGENCY INFORMATION

East Tennessee Human Resource Agency (865) 691-2551

(865) 531-72169111 Cross Park Drive, Suite D100

Agency Phone:Agency:

Email Address:

Fax:Address:

Knoxville, TN   37923
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Measures

REPLACE WD 8 APROX 36 X 11 WITH 

MOBILE HOME REPLACEMENT 

WINDOW

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment CRANK IS MISSING & GEAR BOX BROKEN.
SIZE PROHIBITS REPLACEMENT WITH VINYL DOUBLE PANE.

Components Inspected

#

1

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

REPLACE WD11 APROX  16 X 24IN 

WITH DOUBLE PANE SLIDER

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment WINDOW DOES NOT HAVE CRANK and GEAR BOX BROKEN.

Components Inspected

#

2

Misc Material10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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General Air Sealing

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 1. SEAL HEATING SYSTEM CROSS OVER DUCT LOOSE AT FINGER 
JOINTS UNDERNEATH BELLY. PROPERLY ATTACH AND MASTIC SEAL.
2. PERMANENTLY SEAL AROUND A/C UNIT @ WD9

Components Inspected

#

3

General air sealing 
(setup cost)

1 1EachInsulation

Infiltration Reduction10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Lighting [Living][6] LT1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment CONTRACTOR TO CONSULT WITH HOMEOWNER TO DETERMINE MOST 
EFFICIENT LOCATIONS FOR CFL'S.

Components Inspected

#

4

Compact Fl. -18 Watt1 6EachLighting

Compact Fl. -18 Watt2 6EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 6 LN. FT. AT EACH HOT AND COLD WATER LINE

Components Inspected

#

5

DWH Pipe Insulation1 1EachInsulation

DWH Pipe Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

6

DWH Tank Insulation1 1EachInsulation

DWH Tank Insulation2 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Refrigerator Replacement 

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 18 C. F. Energy Star

Components Inspected

#

7

Energy Star - any10 1EachRefrigerators

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Glass Storm Windows WD4

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

8

Glass storm windows1 12SqFtWindows

Glass storm windows2 12SqFtLabor

Glass storm windows3 1EachOther

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Glass Storm Windows WD5

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

9

Glass storm windows1 12SqFtWindows

Glass storm windows2 12SqFtLabor

Glass storm windows3 1EachOther

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Belly Fiberglass Loose

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment REMOVE DAMAGED BELLYWRAP AND REMAINING INSULATION AND 
INSTALL R19 FIBERGLASS BATTS AND NEW BELLYWRAP ( 960 Sq. Ft. )   
ADDITIONAL COST IS TO REPAIR FLOOR AT 4 AREAS AROUND THE 
PLUMBING PENETRATIONS. THERE ARE 2 IN THE BATH, 1 IN KITCHEN, 
AND 1 IN THE LAUNDRY ROOM ( APPROX. 150 SQ. FT.)

Components Inspected

#

10

Floor Insulation -
Fbergls,Blwn

1 17BagInsulation

Floor Insulation -
Fbergls,Blwn

2 17BagLabor

Added Misc Cost10 1EachMiscellaneous Su

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Glass Storm Windows WD7

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

11

Glass storm windows1 12SqFtWindows

Glass storm windows2 12SqFtLabor

Glass storm windows3 1EachOther

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Glass Storm Windows WD6

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

12

Glass storm windows1 12SqFtWindows

Glass storm windows2 12SqFtLabor

Glass storm windows3 1EachOther

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Glass Storm Windows WD3

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

13

Glass storm windows1 12SqFtWindows

Glass storm windows2 12SqFtLabor

Glass storm windows3 1EachOther

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Glass Storm Windows WD1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

14

Glass storm windows1 12SqFtWindows

Glass storm windows2 12SqFtLabor

Glass storm windows3 1EachOther

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Glass Storm Windows WD2

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

15

Glass storm windows1 12SqFtWindows

Glass storm windows2 12SqFtLabor

Glass storm windows3 1EachOther

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Fix Improper Venting (Clothes Dryer)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Install rigid metal dryer vent with baffle.

Components Inspected

#

16

See the User Defined 
Measure for a list of 
materials.

10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Fix Water Leak Present at Water Heater

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 6" from W/H

Components Inspected

#

17

See the User Defined 
Measure for a list of 
materials.

10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Supply Temperature Adjustment 

Needed (Water Heat)

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Adjust wayer temp to 120 before insulating W/H

Components Inspected

#

18

See the User Defined 
Measure for a list of 
materials.

10 1EachUnspecified

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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